
installation

connection

installation

drill holes at correct distance

connect to correct voltage
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Prologe 80 Single

Prologe 80 D
ouble

Reference

kr96711x / kr96811x
/ kr96813x

kr96721x/kr96821x/kr96823x

Voltage

230 V / 12 V

230 V *

230 V *
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Prologe 80 Single

Prologe 80 Single

Prologe 80 D
ouble

technics
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  distance x for single :   54 m
m

     double : 126 m
m

     
     

4
w

ith screw
s

place housing over springs until click.
don't push housing against ceiling housing

click !

* only use single core cables 

Reference

kr96711x / kr96811x

kr96813x

kr96823x/kr96821x/kr96823x

Please m
ake sure that 

m
ain voltage is disconnected

before proceeding!



louvre

accessories

KR8600001714

insert louvre in housing 
567
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click !

3

slide the glass in the louvre.
glass is optional 

1

fold lips around glass
2

push louvre in until springs click
4

place louvre in device


